The heat dissipation systems which have liquids as heat carriers outperform conventional dissipation systems at thermoelectric generators (TEGs). However, new elements need to be introduced such as pumps, secondary heat exchangers and piping.
Water-to-ambient heat exchanger entrance recovering part of the waste energy being thrown to the atmosphere [3] , a 10 % fuel efficiency increase can be obtained locating TEGs on the exhaust tailpipe of vehicles [4] .
Despite the costless nature of waste heat, the reduced efficiency that thermoelectricity presents is a decisive aspect over the applicability and profitability of big scale systems. Great efforts are being made to improve the overall efficiency of TEGs. Two are the main objectives: the optimization of materials, in order to improve the figure of merit, and the study of new heat exchangers towards the reduction of the thermal resistances on both sides of the thermoelectric modules (TEMs). The importance of reducing the thermal resistance between the heat source and the hot side of the TEM and its analogous in between the cold side and the ambient was demonstrated by Astrain et al. [5] .
A high heat flux per area is what makes thermoelectricity special in terms of refrigeration. This issue occurs in other applications such as: electronics, laser diodes or microchemical reactors. One of the solutions focuses on heat exchangers provided with fluids as heat carriers (involving one or two phases). The dissipator can be composed by small channels or porous media [6] . For example, a thermosyphon loop cooling system obtains double refrigeration power than a traditional air convection system [7] .
In terms of thermoelectricity, Zhou et al. [8] stated that liquid refrigerant heat exchangers generate higher net powers than conventional finned dissipators. Nevertheless, heat exchangers that include liquids need pumps to circulate the refrigerant. Each heat exchanger has a unique flow rate that obtains maximum net power generation [9] . At low mass flows, the pumping power can be negligible; however, the opposite occurs when the mass flow is considerable or the pressure drop is significant. Increasing 100 times the pressure drop (from 0.5 to 50 kPa) produces an increase of 3656 times of the pumping power in a specifically built heat dissipation system for a TEG [10] .
The geometry optimization for the latter heat exchangers focuses on: number and geometry of the channels, flow distribution or the inclusion of inserts. The reduction of the diameter of the channels leads to heat transfer enhancement [11] , parallel channels obtain higher net generation that serpentine ducts [12] and panel inserts can achieve a 50 % net gain relative to the absence of inserts [13] . Latest researches present a 10 % enhancement in power generation by introducing stirred flows into the heat exchangers [14] . They also propose the use of high thermal conductivity nanofluids as a feasible optimization field [11] .
In the previous mentioned studies there is no treatment of the refrigerant; the costs of reusing the refrigerant are not included. Water can be used as refrigerant, but normally there are no big reservoirs near the generators where the water can be taken from.
In the present work each element involved in the refrigeration system has been taken into account. The dissipator located on the cold side, a secondary heat exchanger needed to reduce the temperature of the refrigerant, the pump and the piping itself. The computational model implemented in MATLAB computes the global thermal resistance, the hydraulic losses and the auxiliary equipment consumption. A specifically built prototype validates the model using 20 operating points that present different values of water and air mass flows.
This global computational model is a powerful optimization tool for dissipation systems. Including its outputs in the TEG computational model presented in [5] the net generated power can be obtained.
The main objective of this study is to create and validate the tool which obtains the thermal resistance and the auxiliary power consumption. A study of the influence of water and air mass flows on the thermal resistances of the heat dissipation system has been included as well as a sample of the optimization potential that the methodology presented in this paper has.
WATER-TO-AMBIENT HEAT DISSIPATION SYSTEM FOR A TEG SYSTEM
A water-to-ambient heat dissipation system for a TEG dissipates the heat coming from the TEM to the heat sink. TEMs, due to the Seebeck effect, convert part of the heat received on their hot side into electric power.
The rest of the heat is emitted through the cold side to the heat sink, normally the ambient.
In this work, the water is used as heat carrier due to its high convection coefficient. Nevertheless, the dissipation system which involves water is not as simple as in Figure 1 ; the water needs additional devices such as pumps, pipes and additional heat exchangers. Figure 2 shows every element of the dissipation system built. Figure 1 does. However, the dissipation system of Figure 2 is composed by two heat exchangers, a pump, pipes and valves among others. Normally TEGs are not close to rivers or water reservoirs, so the water needs to be cooled down via a secondary heat exchanger.
The behavior of TEG systems is simulated by Astrain et al. [5] through a computational model. The thermoelectric net power generation is the output of this model while the thermal resistances and geometries of the elements of the TEGs are the inputs. This model presents 95 % accuracy. The computation of the total thermal resistance that the dissipation system of Figure 2 has and obtaining the auxiliary equipment consumption leads to obtain the thermoelectric net power generation. The optimization can be performed with the interaction of the two computational models presented above.
COMPUTATIONAL MODEL
The developed computational model solves the thermal resistances as well as the hydraulic losses of the dissipation system. A water mass flow range is simulated obtaining the dependence of the thermal resistances and hydraulic losses on the water flow. The total thermal resistance does not only depend on the water flow, but also on the air mass flow. The secondary heat exchanger, which is in charge of reducing the water temperature, has fans that help air to circulate over the fins. This fact is showing the importance of including each element of the dissipation system into the calculation of the total thermal resistance. The computational model is composed by two stages, first, the temperature of the entries and exists of the two heat exchangers are obtained to secondly solve the hydraulic losses. The hydraulic losses are dependent on the temperature of the fluid; this is why the temperature is solved in a first instance.
The heat flux that the water is gaining at the cold plate is the starting point of the computational model. This heat exchanger is located on the cold side of a TEG, thus this heat flux is the heat that the TEMs are evacuating through their cold side. The heat gained by the water at the cold plate is the heat that the rest of the elements included in the dissipation system (fan-coil and pipes) need to dissipate in the steady state. A fixed water mass flow is used at each calculation.
Equation (1) obtains the total thermal resistance of the dissipation system, but 8 is unknown. The thermal resistance of the cold plate is the term that connects 8 with the temperatures of the key points of the system, Equation (2) . Each temperature cannot be obtained separately, because it depends on the rest of them, so an equation system needs to be solved.
The temperatures are needed to calculate the thermal resistances of each element. This calculation is done by the global heat transfer coefficient presented in Equation (3).
The three adding terms of the denominator correspond to the internal convective, the conduction and the external convective resistances. The thermal resistance of each component is obtained via the global heat transfer coefficient, Equation (3), but the cold plate. The internal convective coefficients are given by Equations (4)- (6) . Laminar flows (Edwards) are represented by Equations (4) and (5) taking into account whether the flux is developed or not. Equation (6) dictates turbulent flows (Dittus Boelter) [15] . The fluid is being refrigerated, so that the Dittus Boelter term "n" equals 0. 
Every fluid property is dependent on the temperature of the fluid.
The pipes have circular cross-sectional area, so that Equation (7) stands for the conduction resistance. The fan-coil is a circular pipe-continuous fin heat exchanger where water flows in both directions and it is cooled down by the air. The cross-sectional area of the pipes is also circular, thus Equation (7) is used.
To calculate the external convection two scenarios have been considered, natural convection (Churchill and Chu), Equation (8) , and forced convection (Churchill and Bernstein), Equation (9) . The velocity of the surrounding air is included into the computational model. 
As the fan-coil is a circular tube-continuous fin heat exchanger, the global heat transfer coefficient does not correspond with Equation (3). The fin efficiencies need to be included into Equation (3).
The calculation of the cold plate thermal resistance is more complicated. In Equation (2), the thermal resistance stands between the cold side temperature of the TEM and the temperature of the water. Three are the terms that compose the thermal resistance, the contact between the TEM and the cold plate, the conduction and the convection resistances.
The values of the contact and conduction thermal resistances of the cold plate (Equations (12) and (13)) correspond to the experimental values that the heat exchanger located on the cold side of the TEG has. The Nusselt conventional expressions are not valid to calculate the convective term. The mini geometry of the cold plate and its water mass flow, laminar along the entire flow range, create the necessity of modifying the conventional expressions. The Nusselt number correlations are not capable of predicting the heat transfer phenomena for laminar flows [16] . In this work an expression based on Sieder and Tate equation has been modified to obtain accurate results.
The heat fluxes that each element of the system dissipates are calculated through Equations (14)- (17). 
The pipes are not isolated, so the heat dissipated through the piping } ) is present.
An iterative process, starting with the supposition of @ , and S is proposed to achieve the temperature of the system. A is obtained through Equation (18), the heat absorbed by the water at the cold plate ( 8 is the input of the computational model.
Equation (18) associates the entry and exit temperature of the cold plate with the heat that the fluid is gaining.
Equations (14)- (16) are used to build similar equations for each element. Thereby a linear system of three equations with three unknowns ( @ , and S ) emerges. The iteration process continues until each temperature difference between two consecutive iterations drops below a tolerance, in this case 10 -6 . At this point the hydraulic computation starts.
The total hydraulic losses are the sum of the losses of each element of the dissipation system.
Each of the hydraulic loss is divided between the primary loses, fL/D, and the local ones .
The friction coefficient (f) depends on the water mass flow. The Reynolds number establishes whether Equation (21) or Equation (22) is used.
The water mass flow and the cross sectional area is necessary to obtain the water velocity, however, the velocity in each channel of the cold plate is unknown. The cold plate is a multi-channel and local the losses in the entry and exit regions of the channels are too significant to be underestimated, so the hypothesis of constant mass flow along each channel stands far away from reality. An iterative non-linear calculation (friction factor depends on water velocity) is employed to obtain the hydraulic losses at the cold plate.
Some specific values for the secondary losses are as follows: F : ~= 0.5, Fv7•} = 0.5, FƒI7 = 1 :
• v "u ~= 1 IvFu ~= 0.25 [15] . Additional local losses are added to the simulation model accounting for every element of the system such as: valves, sensors, expansion tank and purgecock.
The water mass flow increment leads to a new calculation of the thermal resistance and the hydraulic losses.
The water mass flow upper limit indicates the end of the simulation. Figure 3 shows the computational model proceeding; "M" stands for the water mass flow upper limit, while the lower limit must also be chosen by the user.
The thermal resistance of each element and the consumption of the auxiliary equipment are the outputs of the computational model developed in this section. 
PROTOTYPE
The prototype built to validate the computational model can be seen in Figure 4 . The main elements that are present are: the cold plate, the fan-coil and the pump. However, other elements are needed to ensure proper operation of the system and safeness: a security valve to prevent excess interior pressure, a purgecock and an expansion tank to store possible air present in the water mass flow. The interior volume of the tank is 2 L. The heat introduced into the system comes from a hot plate, a copper plate filled with 10 circular electric resistances.
The maximum power that the hot plate can emit is 2 kW. The hot plate dimensions are similar to the cold plate working area, 195 x 140 mm 2 . The assembly between these two elements ensures that every face of the hot plate is completely isolated but the one in contact with the cold plate, thus all the emitted heat goes into the cold plate.
The heat power introduced into the dissipation system and the heat dissipated through the secondary heat exchanger, the fan-coil, are calculated through the water temperature incremental, Equation (23) and Equation (24). The specific heats are evaluated at the temperature mean of each heat exchange.
Figure 4: Prototype design of a heat dissipation system.
To measure temperature and pressure at the entries and exits of the two heat exchangers, four temperature and pressure sensors are present. An additional temperature sensor to monitor ambient temperature is also installed. Two extra temperature sensors are added to measure the temperature of the hot plate. All the temperature sensors are thermocouples of type K while the pressure sensors are piezo-resistive. An electromagnetic flow meter measures the water mass flow circulating along the dissipation system and a thermoanemometer measures the velocity of the air at the fan-coil. The position of every sensor can be seen more clearly in Figure 2 and their resolution and accuracy in Table 1 .
The pump installed is a continuous pump which offers the possibility of choosing between four pumping levels, each of them defined by a characteristic curve. The pump is a Jabsco 59520 series. The maximum water mass flow that this pump can provide is 21 l/min with a power consumption of 21 W.
The cold plate is a multi-channel heat exchanger. It is formed by a total of 26 channels, each of them with a length of 148 mm and a 6. In order to obtain equal external conditions at every experiment, the prototype is located in a climatic chamber set to 22 ⁰C. 
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RESULTS AND ANALYSIS
Experimental results
A total of 60 experiments have been performed. The water and air mass flows are the variables of these experiments. Four different working levels for the water and five for the air have been tested, reproducing three replicas of the 20 possible experimental scenarios. The rest of the parameters, the ambient temperature and the heat flux introduced intro the dissipation system, were constant all along the experiments. Table 1 shows. An additional column, 8 − 9: , is added. This column represents the total thermal resistance of the dissipation system, the most appreciable thermal resistance since it is the value that represents the whole refrigeration system located on the cold side of the TEG. The absolute experimental error of this indirect parameter ( 8 − 9: ) is calculated through equation (25) [17] and the accuracy values of the measurement probes stated in Table 1 . The maximum relative experimental value for the temperature difference is 5.34 %.
The maximum relative experimental error represents the measurement deviation obtained when the temperature difference is calculated experimentally.
As the computational model is used to obtain the total thermal resistance and the consumption of the auxiliary equipment, the influence of the pump and the fan-coil consumption on the thermal resistances is studied based on the experimental data. Equations (1), (2) and (26) 
The thermal resistance of the fan-coil is dependent on both the water and the air mass flows. Figure 6 and the Prandtl number, dependent on the temperature of the water. As the temperature changes are not too significant, the thermal resistance of the cold plate is independent with the air mass flow. The variability between points is due to the experimental deviation, a ±5 % as it was stated at the beginning of the "Results and analysis" section. Changing the working level of the pump from 1 to 2 produces a 51 % increase in the water mass flow (from 0.0239 kg/s to 0.0361 kg/s) and a power increase of the 87 %. The cold plate thermal resistance reduction is 12 % while the total resistance decreases a 10 %, being the fan-coil set to level 1 (3.6 W). On the other hand, rising the pump level from 3 to 4, the reduction of the total resistance is the 3 %, a 9 % decrease on the cold plate resistance. The increase of a 65 % in the power consumption of the pump leads to an increase of the 26.5 % in the water mass flow. Consequently, the effects on the total thermal resistance of increasing the working level at low levels are higher than in the upper levels.
The fan-coil and the total resistance decrease 18 % and 7 % respectively if the level of the fan-coil is increased from 1 to 2 (the pump working level is set to 4, 13.12 W). The consumption increases a 62.5 % and the air mass flow a 43 %. If the fan-coil is set to level 5, coming from level 4, the consumption increases a 27 %, the water mass flow a 12 % and the resistance reduction is the 2 % and 3 % for the fan-coil and total resistances respectively. The tendency of the total thermal resistance is quite linear with the fan-coil power consumption. 
P3-P4
water mass flow that circulates along the dissipation system. Using a high power demanding pump, a high water mass flow could have been achieved obtaining a very low thermal resistance. In this case, the power consumption would be very high leading to a non-desirable solution, lower net thermoelectric generation.
The hydraulic losses of the fan-coil (P3-P4) are the smallest ones, but the only ones that just take into account a single element of the system. The hydraulic losses between point 1 and 2 (P1-P2) take into account the cold plate itself, the piping needed to circulate the water, a purgecock and a temperature sensor. The hydraulic losses between point 2 and 3 (P2-P3) represent the losses due to the additional elements of the system, an expansion tank, a security valve, piping, elbows and temperature and mass flow sensors. These results present the magnitude of the local losses.
As Figure 11 shows, each hydraulic loss is essential to compute the total hydraulic losses. However, a final design would not need to include so many additional elements, so that the total hydraulic losses would be reduced drastically.
Computational model validation
To obtain the simulated values the experimental water mass flow is introduced into the computational model. The temperature tendencies are well reproduced by the computational model as Figure 12 and Figure 13 show. The absolute error of the temperatures is obtained through Equation (27). This error is bounded by its minimum, -0.87 ⁰C, and its maximum, 0.42 ⁰C, as can be seen in S and @ , the areas in between the cold-plate and the fan-coil as Figure 12 and Figure 13 present. Figure 2 schematically presents the elements included in each area; pipes, measurement probes and safety elements.
The characteristics of the prototype determine the heat emitted to the ambient, material and length of the pipes.
Nevertheless, in an installation where the length of the pipes is considerable and the material of the pipes is a better heat conductor, the heat emitted to the ambient by these areas can achieve important values. Figure 16 and Figure 17 show the computational model accuracy. Figure 14 , Figure   15 and Figure 16 present the computational simulated values versus the experimental values of the resistances of the fan-coil, the cold plate and the total one, respectively. As can be seen, every simulated value stays in a ±7 % error range, thus the accuracy of the computational model is 93 %. The rapidity of the computational model and its versatility converts it into an optimization tool to dissipation design. Changes in geometry, auxiliary equipment or ambient conditions can be introduced and evaluated seeking net power generation maximization. 
OPTIMIZATION STUDY
The computational model presented and validated in the above sections procures the total thermal resistance and the auxiliary power consumption of a heat dissipation system involving water as a heat carrier.
In thermoelectricity, the thermal resistances on both sides of the TEMs are important to be as low as possible, but at the same time, it is essential to minimize the power consumption of the auxiliary equipment, therefore, a compromise should be reached. The validated thermoelectric generation computational model [5] is used to conduct this study.
Computational optimization
The interaction of the two validated computational models is used to search the optimum, the maximum net generation working point. An expression of the total thermal resistance of the prototype thanks to the computational methodology presented in this work has been obtained. 
CONCLUSIONS
A computational model, which represents a whole dissipation system for a TEG, has been created. The main elements that this model has are: a multi-channel heat exchanger located on the cold side of the TEM, a secondary heat exchanger in charge of reducing the temperature of the water, a pump to impulse the water and pipes to connect the elements.
A prototype has been built. The prototype, as the computational model, includes each element needed in a closed dissipation system, apart from the necessary measurement instrument needed to collect the data.
It has been proved that it is necessary to include the secondary heat exchanger, the fan-coil, and the piping into the thermal and hydraulic calculations. The total thermal resistance and the hydraulic losses are not only determined by the cold plate, but also by the rest of the elements of the system, the fan-coil, the piping and the additional elements. So that, every element of the system should be included into the calculations to obtain accurate results.
An 87 % pump consumption increase leads to a 10 % total thermal resistance reduction at low pump levels.
A 65 % rise, at high pump levels, obtains a thermal reduction of the 3 %. On the other hand, a 62.5 % increase in the fan-coil consumption obtains a 7 % total resistance decrease at any working level.
The computational model accuracy, introducing the exact water mass flow value, or with the pump characteristic curve, is 93 %. The statistic study of the errors verifies the model. The total thermal resistance and the auxiliary equipment consumption introduced into the validated TEG computational model [5] , obtain thermoelectric net power generations, the maximization objective. Thus, an optimization tool for dissipation systems involving refrigerants has been designed.
The optimal configuration, the configuration that obtains the highest net power does not match with the configuration with the smallest total thermal resistance. The power consumption of the auxiliary equipment needed to obtain small thermal resistances consumes a big part of the generated power leading to undesirable situations. The optimum experimental point obtains an increase of the 40 % on the net generated power with respect to the smallest resistance experimental point. 
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